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STEEL CYLINDER PIPE

DUCTILE IRON PIPE

PROFILE VIEW
1.) "CADWELD” TYPE HA—3 CONNECTION, CAH AA-IL,

WITH F33 STANDARD CHARGE (STEEL PIPE);

TYPE HB CONNECTION, CA HBA—16, XF—19 CHARGE (DUCTILE IRON PIPE); OR CITY APPROVED EQUAL.

2.) PREPARATION OF CONDUCTOR AND PIPE SURFAC

OF THE CONNECTOR MANUFACTURER.
3)

4.) EPOXY SEALANT: MIX AND FIRMLY APPLY EPOXY

1/4 INCH THICK OVER WELD AND BARE WIRE.

ES SHALL BE MADE PER THE PUBLISHED INSTRUCTIONS

SEE DRAWINGS FOR STATION AND LOCATION OF TEST LEAD CONNECTIONS.

PUTTY TO PROVIDE A WATER—TIGHT SEAL AT LEAST
OVERLAY WIRE INSULATION BY 1/2 INCH.
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